
STRANTROL SYSTEM3  Basic Operation

CALIBRATION   (pH, Temp and ppm)

Hold the             key until screen goes blank, then release.  To recalibrate the pH press the

or            arrow.   Press the             key to enter and to move to the next parameter.

SETPOINT  (pH and HRR)

To view setpoint press the            key.  To change setpoint hold the            key until pH setpoint

is displayed.  To change setpoint press the            or            down arrow.  Press the             key

to enter and to move to the next parameter (pH and HRR).

PROGRAMMING  (Language, Alarms, HRR, Span and Time Base)

Press the             key and the           arrow at the same time, hold until the screen goes blank,

then release.  "Program?" will appear.  To enter the menu press the            arrow.  Press the

           arrow to move to the menu option.  Press the             key to select the parameter and

then press the           or           arrow to change.  Press the            key to enter value. To exit

menu press the            arrow until "Exit menu" appears then press the           key.
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